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FINDING OF NO SIGNIFICANT IMPACT 

TENNESSEE VALLEY AUTHORITY 
POWER SUPPLY UPGRADE – ALGOOD 161-KV TRANSMISSION LINE 

PUTNAM COUNTY, TENNESSEE 

TVA proposes to construct and operate a 161-kV transmission line to supply a new substation 
being constructed near Algood, Tennessee, by the Upper Cumberland Electric Membership 
Corporation (UCEMC).  UCEMC is replacing a nearby 69-kV substation that becomes 
overloaded during peak demand periods.  The proposed transmission line would be 5.5 miles 
long and would connect the new substation to the TVA West Cookeville-Peavine 161-kV 
Transmission Line.  TVA also proposes to sell a 1.6-mile long section of the existing TVA West 
Cookeville-East Cookeville-Algood 69-kV Transmission Line to UCEMC.  The new transmission 
line and substation would provide a more reliable power supply to UCEMC customers.  TVA has 
reviewed the proposed action and reasonable alternatives in an environmental assessment (EA) 
prepared in accordance with its procedures implementing the National Environmental Policy 
Act.  This EA is incorporated by reference. 

TVA has had extensive public involvement throughout the development of this project, and a 
draft of the EA was issued for public and agency comment on November 29, 2007.  TVA 
extended the original 30-day comment period an additional two weeks, until January 15, 2008.  
As a result of the public involvement, comments received on the draft EA and interagency 
consultations, TVA made several modifications to its proposed action. 

Two primary alternatives, i.e., the No Action Alternative and an Action Alternative, were 
analyzed in the EA.  Other potential action alternatives were considered, but they were 
eliminated from further consideration for various reasons described in the EA.  Under the No 
Action Alternative, TVA would not construct a 161-kV transmission line to supply the new 
Algood Substation.  Implementation of this alternative would not provide needed additional 
power to the Algood area, and power outages could result from the failure of overloaded 
equipment. 

Under the Action Alternative, TVA would construct, operate, and maintain a new 161-kV 
transmission line to supply the new Algood Substation.  Provision of power to the new 
substation directly from the TVA West Cookeville-Peavine 161-kV Transmission Line would 
reduce the load on the TVA West Cookeville Substation and the Cookeville Electric 
Department’s East Cookeville Substation as well as meet projected power demands in the 
Algood area.  The preferred route of the new transmission line analyzed under the Action 
Alternative was selected from among several possible routes to minimize potential impacts to 
various natural and cultural resources and to property owners.  Also under this alternative, TVA 
would sell a portion of a 69-kV transmission line to UCEMC.  This line currently serves the 
existing Algood 69-kV Substation.  This line would likely remain in service as a local distribution 
line. 

Based on the analyses in the EA, TVA concludes that implementation of the Action Alternative 
would have minor and insignificant impacts on terrestrial and aquatic life, threatened and 
endangered species, surface water, groundwater, wetlands, historical and archaeological 
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resources, visual and aesthetic quality, socioeconomics, and global warming.  No effects to 
floodplain functions are anticipated, and the proposed action is consistent with Executive Order 
11988 on floodplain management. 

Approximately 35.2 acres of forestland would be cleared for the proposed transmission line 
right-of-way.  This would increase the fragmentation of forests along the proposed transmission 
line route, but is not anticipated to adversely affect plant or wildlife communities.  Because of the 
karst topography, precautions would be taken to avoid adverse effects to caves and sinkholes 
along the proposed transmission line right-of-way.  The proposed action is not likely to 
adversely affect endangered or threatened species and the U.S. Fish and Wildlife has 
concurred with this determination. 

Clearing for the right-of-way would convert 0.46 acres of forested wetland to emergent wetland.  
Compensatory mitigation was not required by the U.S. Army Corps of Engineers.  Because best 
management practices would be implemented during right-of-way maintenance, potential effects 
to wetlands and to water quality would be minor and insignificant. 

The proposed action would not affect parks, managed areas or ecologically significant sites.  
The proposed transmission line would cross the Falling Water River, which is listed on the 
Nationwide Rivers Inventory.  However, because two county roads are adjacent to the crossing 
point, effects to the scenic integrity of this stream segment would be minor and insignificant. 

The proposed action would not adversely affect any historic properties eligible for or listed in the 
National Register of Historic Places.  The Tennessee State Historic Preservation Officer has 
concurred with this determination. 

Mitigation 
TVA would implement best management practices and other routine measures listed in the 
Appendices of the EA during construction and operation of the proposed transmission line.  TVA 
will implement the following non-routine mitigation measures to reduce the anticipated 
environmental impacts. 

• Locations of button snakeroot would be included in the transmission line and access 
road engineering design specification drawings that would be used for maintenance 
activities.  Vegetation management within 100 feet of either of these sensitive areas 
would be accomplished through mechanical clearing; no herbicides would be used in 
these two areas. 

• TVA would stipulate as a term of the sale agreement for a portion of the West 
Cookeville-East Cookeville-Algood 69-kV Transmission Line to UCEMC that UCEMC 
shall use and maintain the line in accordance with TVA specifications as described in 
Appendix F. 

• Within 200 feet of Walled-up Cave, Trench Cave, and cave PU252, the use of herbicides 
would be prohibited, and vegetation would be cleared by hand and/or low ground-
pressure equipment.  Any additional construction activities would be performed using 
low ground-pressure equipment or mats. 

• With the exception of Trench Cave, heavy equipment and vehicles would be restricted to 
existing access roads within the designated 200-foot buffers. 
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• Vehicles and heavy equipment would be restricted from the trail in front of the entrance 
to Trench Cave, and this trail would not be improved or used for this project. 

• TVA will perform additional bat surveys on or after May 15, 2008.  If Indiana bats are 
found, TVA would delay clearing the right-of-way between Point 2 and Point 3 as shown 
in Figure 5 in the EA until after October 15, 2008. 

Conclusion and Findings 
Based on the findings listed above and the analyses in the EA, we conclude that the proposed 
action involving the construction and operation of a new transmission line would not be a major 
federal action significantly affecting the environment.  Accordingly, an environmental impact 
statement is not required.  This Finding of No Significant Impact is contingent upon adherence 
to the identified mitigation measures. 
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Daniel H. Ferry, Senior Manager 
Environmental Services and Programs 
Environmental Stewardship and Policy 
Tennessee Valley Authority 
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